Town of Canton MA General and Zoning Bylaws

3. Static pressure and fire flow shall comply with DEP
Guidelines and Policies

3. Static pressure and fire flow shall comply with DEP Guidelines and Policies for Pubic
Water Systems (2001). Static pressure shall be 60 pounds per square inch (psi)
desirable, 35 psi minimum. Fire flow shall meet Insurance Services Office (ISO) fire
flow guidelines while maintaining a residual pressure of 20 psi.
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